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' A.F. E. Worksheet Automatic Boiler Blowdown
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This request is for a Model 795 Series Boiler Blowdown Controller. Our present boiler blowdown
is on a manual basis by our boiler operator. The attached chart marked Exhibit #1 shows the
wasted water, fuel and chemicals of a manual blowdown vs. automatic. Exhibit #2 shows the
method of calculating the savings of an automatic system vs. manual. It is quite a coincidence
that the example shown is almost identical to our plant boiler system. Savings are based on

this example. Also, included as Exhibit #3 is Dearborm Chemical Bulletin 1010, describing

the blowdown controller.

Savings will be $4,800 annually.

Cost Estimate

Model 795 Controller _ $ 1,195
Misc. Piping and Valves 120
Installation - Mechanical & Electrical 345
Sales Tax & Contingency. - 10.3% _ 170
Total $ 1,830
P & L Calculations
Savings $ 4,818
Less Depreciation - 10 years 183
Savings After Depreciation $ 4,635
Taxes - 52% 2,410
Savings After Taxes $ 2,225
Add back depreciation 183
Net Savings ' $ 2,408
Payout .75 Years
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